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Government Of West Bengal
Ofice Of The Divisional Fire Officer,Paschim Bardhaman
Wes! Bengal Fire & Emergency Services
Bhangakhutl, Purba Burdwan, P.O..- Rajbati, Pin ;- 713104

Memo no. FES/Bdn/945/2016 Date 24-12-2020

From:
Divisional Fire Officer,Paschim Bardhaman ;
Woes1 Bengal Fire & Emergency Sarvices -

To: DAY Public School, Kanyapur, Asansol,
Opposite to D.M Office, Lions Club Road, P.O. R.K. Misslon, Mouza 'Bﬂll_ﬁ_lw!‘- Plat no. Layout INS - 05, LR 195,
Kh. no. 756, J.L no. 18, Ward no. 31, under A M.C, Dist. Paschim Bardhaman, Pin 713305

Sub: Fire Satety certificate for the existing construction of Phase.J, G+2, Phase-ll, G+3, Phase-lll, G+3, storied
bullding under group educational occupancy in favour of DAV Public School, Kanyapur, Asansol, at the Holding
no. Nil, Opposite 1o D.M Office, Lions Club Road, P.O. RLK. Mission, Mouza - Gobinpur, Piot no, Layout INS - 05,
L.R 395, Kh. no. 756, J.L no. 18, Ward no. 31, under AAM.C, Dist. Paschim Bardhaman, Pin - 713305

This is in reference to your application no 0125188208100512 dated 20-12-2020 regarding the Fire Safety cerificate for
the existing construction of Phase-1, G+2. Phase-1l, G+3, Phase-lll, G+3, storied bullding under group educational
oeccupancy in favour of DAV Public School, Kanyapur, Asansal, at the Holding no. Nil, Opposite to D M Ofice. Lions Club
Road, P.O. RK Mission, Mouza - Gabinptr, Plot no. Layout INS - 05, L R 395 Kh no 758 JL no 15 Ward no 31 under
AMC, Disl. Paschim Bardhaman. Pin- 713305

The patformance of the Fies Fighling System as incorporated in the buildings were tested al random and found
satisfactonty working condition. In view of the above this office is releasing the Fire Safety Cartficate tor ocoupancy of the
afotesaid hullding

Recommandation:

1.All the Fire Safety Recommendations/Revisad Fire Safety Recommendations which were msued vios this Office Meme

No. FES/BAnB45/2016, di 21/0682016. be followed strictly ot all time

iMMHhumwmdmmhmrmmmmnm No parung we be aliowed on the
Wiy

!.mmm&mwmdmmmqmmmwmwmmqqs spocehcators

4 To eliminate riak of fite hazard, good housekeeping both for inside and outside of the bullding shall be strictly masrtained
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"’"mmmmmm have fo be replace with new lines. the cables shall always be laid n M § condut pipas
continuously bonded to the earth
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odical flushing of water in the hydrant and sprinkler pipe line shall be made to maintain the efficiency working
performance of above mentioned systam

@ e License shall have (o be obilained for storing and processing with LP G and ather highly combustible arficles

10 Existing elactrical wiring of the whole bullding nhall hava lo be carefully checked for any were and tear in them,
particuliry lines above fais colling and ducts

11 Transformer and switchgear room shall be protected with automatic coZ or DCP fire extinguisher conforming 1.5
spacification

12 Firsl ald refighting system shall be provided as per 1.5 specification

13 The notice af firetighting and evacuation from the bullding shall be prepared and displayed at all vurnalable place of the
bullding

14 The employens and security staff shall be conversant with installed Fire Fighting equipment's of the building and to
oparate in the avent of Fire and Testing

16 Mack Fire practice and evacuation drill shall be performed perfodically with participation of all eccupants of building.

16 Arrangement shall be made for regular checking, testing and proper maintenance of all the Fire Safety Installation and
egulpment's installied in the bullding o keep them in perfectly good working conditions at all times.

17 The Fire Safety Cerfificate |5 valid for a period of three years from the date of issue, and has to be renewed after three
years coititying aboul the satisfactory services, performance of all the Life and Fire Safety arrangsments installation of the
bullding.
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Divisional Fire Officar, Paschim Bardhaman
Wesl Bengal Fire & Emergency Services
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